REVISED 7/20/95

NOTES

1. Al joints in hydrant run—out to be restrained joints.
See MAG Std. Detail 391—-C for valve box installation.

For water valve blocking see MAG Std. Detail 301.
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For additional information see MAG Std. Detail 360.
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